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DISTRIBUTION BOARD DETAILS-POWER & LIGHT CIRCUIT D.B's.-1

12 WAY'S SPN MCB TYPE DOUBLE DOOR LOAD LINE  D.B's

CIRCUIT

MCB OR

NOS.AMPS. NOS. OF WIRESVOLTS. COLOUR CODE OF WIRES

01

32A

10 Ka

10

2X1.5SQ. MM( LOAD)

+1X1.5SQ. MM(EARTH)

220V

RED+BLACK(LOAD)

& GREEN (EARTH)

0210A/16A

2X6SQ. MM( LOAD)

+1X6SQ. MM(EARTH)

220V

RED+BLACK(LOAD)

& GREEN (EARTH)

SUB-

MAIN

L.T LINE

LIGHT

CURCUIT

POWER

CURCUIT

S.P

"C"-10Ka

S.P

"C"-10Ka

06A

MCCB

S.P.N-

MCB

S.P

"C"-10Ka

A.C-1.5/2Tr.

CIRCUIT

220V

2X4SQ. MM( LOAD)

+1X4SQ. MM(EARTH)

25A
10

S.P

"C"-10Ka

RED+BLACK(LOAD)

& GREEN (EARTH)

220V

2X4SQ. MM( LOAD)

+1X4SQ. MM(EARTH)

32A 00

MCCB

MCCB

RED+YELLOW+BLUE+BLACK(LOAD)

& GREEN (EARTH)

T.P.N-

"C"-16Ka.

SUB-MAIN

L.T LINE

415V

4X16SQ. MM( LOAD)

+1X6SQ. MM(EARTH)

125A

16 Ka

01

COLOUR CODE OF WIRESVOLTS. NOS. OF WIRESAMPS. NOS.

MCB OR

CIRCUIT

4 WAY'S MCCB TYPE DOUBLE DOOR DISTRIBUTION BOARD

DISTRIBUTION BOARD DETAILS- A.C POWER D.B's.-1

RED+BLACK(LOAD)

& GREEN (EARTH)

A.C-3Tr.

CIRCUIT

2+16 WAY'S MCB TYPE DOUBLE DOOR DISTRIBUTION BOARD

CIRCUITMCB NOS.AMPS. NOS. OF WIRESVOLTS. COLOUR CODE OF WIRES

166A/10A

2X2.5SQ. MM( LOAD)

+1X2.5SQ. MM(EARTH)

220V

RED+BLACK(LOAD)

& GREEN (EARTH)

POWER

S.P

"C"-10Ka

DISTRIBUTION BOARD DETAILS- COMPUTER UPS POWER D.B's.-1

40A

2X10SQ. MM( LOAD)

+1X6SQ. MM(EARTH)

RED+BLACK(LOAD)

& GREEN (EARTH)

S.P.N

"C"-10Ka

220V

SUB-MAIN

UPS POWER

 POINT CIRCUIT

01

2+16 WAY'S MCB TYPE DOUBLE DOOR DISTRIBUTION BOARD

CIRCUITMCB NOS.AMPS. NOS. OF WIRESVOLTS. COLOUR CODE OF WIRES

166A/10A

2X2.5SQ. MM( LOAD)

+1X2.5SQ. MM(EARTH)

220V

RED+BLACK(LOAD)

& GREEN (EARTH)

POWER

S.P

"C"-10Ka

DISTRIBUTION BOARD DETAILS- COMPUTER RAW POWER D.B's.-1

40A

2X10SQ. MM( LOAD)

+1X6SQ. MM(EARTH)

RED+BLACK(LOAD)

& GREEN (EARTH)

S.P.N

"C"-10Ka

220V

SUB-MAIN

UPS POWER

 POINT CIRCUIT

01

2X4SQ. MM( LOAD)

+1X4SQ. MM(EARTH)

RED+BLACK(LOAD)

& GREEN (EARTH)

220V


